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Thie report is of a biennial construction survey
done by Bob Gatcheldl on April 7, 2015,

| Records indicate his facfity has been licensed
since 1963, The facility is currenlly licensed for 12

roidente. Therefars the facility must meet the
1971 and the applicable porfions of the 2005

Rules for the Licensing of Adult Care Homes,

and, the 1957 Morth Carolina State Bullding Code
Instifubional Occupancy,

Deficiencies ware noted which will require a plan
| of correction.

E‘: 155]_ Corridors-Free of equipment and Obstrections | C150

| SECTION 0300 - PHYSICAL PLANT
{ | 10A NCAC 13F 0205 PHYSICAL
ENVIRONMENT
| {g) The requirements for corridors are:
{4) Cerridors shall be free of all equipment and
, other obstructions.

| This Rufe is not met as evidenced by.
1. Based on observation, egrass from all areas
| was not mainlained in a safe manner by having
doors In the path of agress that could be locked.
; This woulkd sffect all residents by not allowing free
| BOrEss N En emMergenoy.

Findings mclude;

& The dining roam door to the front Living Room
Exit has locking hardwars,

G ’!531 Exit Door Locks-3ingée Hand Motion 153

SECTION 0200 - FHYSICAL PLANT
f 1CAMCAC 13F 0305 PHYSICAL

Will install not locking hardware
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C 153 Continued From page 1

ENYVIRONMENT

(h) The requirements for outside entrances and

axits arg:

{3) Adl exit door locks shall be easily operable, by
| a single hand metion, from the mside &t all Hmes
| without keys; and

! This Rule s not met as evidenced by

i 1. Based on obsaration, egress from all areas

was not mantained In a safe manner by having

doors that have hardware that can not be opend

; with & single motion. This would effect ail
residents by not allowing free egress in an

{ | BmErgency.

Findings Incheda:
a. The Exit doors are not all equippaed with single
motion dooT hardware

c 1ﬁEi Housekeeping-Maintained Free of Hazards

SECTION 0300 - PHYSICAL PLANT

| 10ANCAGC 13F 0306 HOUSEKEEPING AND

FURMNISHINGS

{8} Adul care homes shall:

| (5) bemaintained in an unelutiered, clean and
grderiy mannes, free of all obstructions and

| hmmE;

| te] This Rule shall apply ko new and existing

: Facilitles.

. This Rule i not met as evidenced by;

| 1. Based on observation, the building
housekesping was nat maintained in a safe
manner. This would effect all residents by
exposing them o unsanitary condilions,

C183

Will install single motion door
hardware on all exit doors

LR

Will remowve all obstacles from
all hallways and keep it that
Wiy,
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| Findings Inclug @ Will seal and paint all areas I
- Findings inciude: : |
&. The walls and ceiling in the apen bathraom with mold '
| closel space are covered with mold. Treal
surfaces fo eliminale the hazard.
C 1-53-| Fire Exfinguishers | ©183
! |
SECTION .0300 - PHYSICAL PLANT | :
10A NCAC 13F 0308 FIRE EXTINGLISH ERS | I form k :
{2} Alleast one five pound of larger (net charge) | Wl per » monthly inspections
#A-B-C type fire extinguisher is requirad for each | of all fire extinguishers initial and |
2,500 square feet of flocr area or fraction thereof. | date on each tag.
| (b} One five pound of larger (net charge) A-B-C |
| ar COJ2 type is required in the kilchen and, where
| @#pplicatle, in the maintenance shop.
! This Rule is not met as evidenced by:

i 1. Based on observation, the building fire
protection equipment was not maintained in g

| sale manner, This would effect all residents by

| nat functioning properly in an emergency.

Findings include:

&. The fire exfinguisher tags indicate that manthly
| Inspections are not being performed per HFEA,
10

G 1-55_4 Building Equipmant Malntained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
T0ANCAC 13F 0311 OTHER
REQLNREMENTS
ia) The buikding and all fre safety, electrical,
mechanical, and plumbing equipment In an adult
| care home shall be maintained i 2 safe and
" operating condition.
(k} This Rule shall apply to new and exlsting
! facilties with the exception af Paragraph (e}
| which shall not apply fo existing taciliias,

|
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. This Rule is ot met as evidenced by

| 1. Eased on cbeervation, the Duiding emergency
kghting was not maintained in a safe manner,
This would effect all residents by nol growiding

| harnination for residents 1o egress sabaly fram (he

i bulding,

| Findings include:
. 8. The comder emergency light is not working.

2. Based on observation, Ihe buiding elecirical |
system was not mainlained in a safe manner by |
allowing residents lo use expansion blocks n the i
outiets, This would effact all residents by
potentially overloading electrical cirouits in the
badrooms

Findings inglude:

Expansion devices were observed in the fedowwing
[ locations: 3} first bedrocom on right, o) first

i badraom an lef,

3. Baszed on obsarvation, the building was nat
maintained in a safe manner by not mirtaining
| the fire-resistance rating of buiiding components
{ This would effact all residents by not conlaining

| amakie and fire in tha room or smaoke

' compartment of orgin,

| Findings include:

. 8. The eoerider bathroom wall has unprotecied
pensirations. These unprotecied openings ams
rotin conformance with e requirement to uge 3
through penetration fire stop systam thal has

| been testad in accordance with ASTM E-814.

Will replace or repair existing
emergency light to meet
requirements

Will install either 4 gang boxes or
put in pewer strips with ground
fault switch.

Will replace and repair holes
in corridor bathroom.

;
|

Divisicn of Heath Sarmce Regulasan

el exy

¥ eomtirusdion sheal 4 ol 4




